St. Timothy Daycare
Water Sampling Lead Analysis Report

1. INTRODUCTION

1.1. GENERAL

This report presents the results of our water sampling performed at the site of St.
Timothy Daycare, 15888 Archdale, Detroit, ML, on May 18t%, 2016. The sample
results taken in conjunction with this investigation are also presented on Appendix
1.

1.2. OBJECTIVES AND SCOPE
- In general, the objectives of this investigation were to:

Accurately evaluate water outlets for lead above the EPA Maximum Contaminate
Level (MCL). \

1.3. AUTHORIZATION
Authorization was provided by phone for our Professional Services by Demetrius
Danforth on April 21st, 2016.

2. SITE INVESTIGATIONS

2.1. FIELD PROGRAM
In order to sample and evaluate water, GSES took six samples, a First Draw sample
and a Flush sample, from three different locations on the site.

The field portion of our investigation was under control and continual supervision
of an experienced member of our field scientist staff.

2.2 LABORATORY TESTING

2.2.1. General

In accordance with ASTM D3559 and the U.S. Environmental Protection Agency
guidelines for lead in drinking water at schools and child care facilities, we took two
samples: first draw and flush, which is the required testing standard for drinking
water lead contamination.
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Results of the tests indicate that the water is below the threshold for lead
contamination. A copy of the lab report and Chain of Custody is attached (Appendix
1).

3. DISCUSSIONS AND RECOMMENDATIONS

3.1. DISCUSSIONS OF FINDINGS
The water results are below the threshold for lead contamination.

We appreciate the opportunity of providing this service for you. If you have any
questions concerning this report or require additional information, please do not
hesitate to contact the undersigned.

Respectfully submitted,

Michael Etters onica Starks, CIEC
Field Scientist Principal

Council-certified Indoor Environmental
Consultant Board-awarded by the
American Council for Accredited
Certification

Appendix 1, Lab Results, Chain of Custody
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Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, M1, 48197-5166
(440} 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 355471
512712016
Customer: G. S. Group . ; O1.KC-01.
Monica Starks Source: St Tu.nothy, DC-01-KC-01-P
17800 Woodward Ave Source City: Detroit
#200 Source State:Mi

Detroit, Mi 48203

Date/Time Received:  5/20/2016 14:25
Collected by: M. Etters
The resulls herein conform to TNI and ISO/EC 17025:2006 standards, where appiicable, unless otherwise narrated in the body of the reporl. The
uncertainty of the test resulls are available upon request. All Dates and Times are reported as U S. Eastern Time.
Legend:

Any ‘Level Detected’ marked with an asterisk (*} indicates that the value has exceeded the EPA Maximum Contaminant Level {MCL) or one of the Standards of
Quality.

"ND” This contaminant was not detected at or above our lower reporting limit (LRL)
"NA" Not Analyzed
"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
“LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
“DFY This column indicates the contaminant dilution factor.
Report Notes:
Fedid# Contaminant ‘ Method  Standard  Units LRL  levs  DF DatefTme  Dae Daiemme, ‘
o : . ; : . Da‘tgate‘d‘ _Sampled = Prepped  Analyzed

Inorganic Analytes - Metals

1030 Lead mgl. 0001 2

s 182016 07

These test results may be used for compliance purpose as required.

?{Analyst Tests
IEC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the wrilten approval of National Testing Laboralonies, Ltd.
Page 1 of 1 355471 Ltead Only ) Date Printed: 5/27/2016 7:54:25 AM



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 355472
512712016
Customer:  G. S. Group Source: St. Timothy, DC-01-KC-01-F
Monica Starks .
17800 Woodward Ave Source City: Detroit
#200 Source State: Ml

Detroit, M1 48203

Date/Time Received:  5/20/2016 14:25
Collected by: M. Etters
The results herein conform to TN! and ISONEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainly of the test resulls are available upon request. All Dates and Times are reporled as U.S. Eastern Time.
Legend:
Any ‘Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.
"ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NA" Not Analyzed

"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
"DF” This column indicates the contaminant dilution factor.
Report Notes:
Fedid# Contaminant  Method Stndad  Unis LRL  levl  DF Dateme  Date DaterTime

‘ Delocted  Sampled  Propped  Analyzed
Inorganic Analytes - Metals

030 tesd - Sisnois ora0

These test results may be used for compliance purpose as required.

{Analyst Tesls
EC 200.8

James Abston, Operations Manager

This report cannot be repraduced, except in full. without the written approval of National Testing Laboratories, Ltd.
Page 1 of 1 355472 Lead Only Date Printed: 5/27/2016 7:54:26 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsianti, Mi, 48197-5166
(440) 449.2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 366473
512712016
Customer:  G. 8. Group : Source: St. Timothy, DC-01-GBF-02-P
Monica Starks .
17800 Woodward Ave Source City: Detroit
#200 Source State: Ml

Detroit, Ml 48203

Date/Time Raeceived:  5/20/2016 14:25
Collected by: M. Etters
The results herein conform to TNI and ISONEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are avaifable upon request. Al Dates and Times are reporied as U.S. Eastern Time.
Legend:

Any ‘Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

“ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NA" Not Analyzed
"Standard"  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
"DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Contaminant  Method Standard  Unis  IRL tevel DF DateTime _Date Datemime

Detected Sampled = Prepped  Analyzed

Inorganic Analytes - Metals
; ?Pﬁ 00 I

030 Lead 008 oots

These test results may be used for compliance purpose as required.

alyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.
Page 1 of 1 355473 Lead Only ) Date Printed. §/27/2016 7:54.26 AM



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 355474
512712016
Customer:  G. 8. Group Source: St. Timothy, DC-01-GBF-02-F
Monica Starks . )
17800 Woodward Ave Source City: Detroit
#200 Source State:MI

Detroit, Mi 48203

Date/Time Received:  5/20/2016 14:25
Collected by: M. Etters
The results herein conform to TN and ISONEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainly of the test resulls are avaifable upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any 'Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

“ND" This contaminant was not delected at or above our lower reporting limit {LRL)
"NA" Not Analyzed
“Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL” This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can delect a contaminant.
"DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Contaminant Method Standard  Unis LRL  Level DF Dateffime  Date DatelTime

Delected _ Sampled = Prepped  Analyzed

Inorganic Analytes - Metals
015 mol oooi  mD

0980 lead 0 osE oy | 5HBR01 |

| Blspote

These test results may be used for compliance purpose as required.

alyst Tesls

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the wriltén approval of National Testing Laboratonies, Ltd,
Page 1 of 1 355474 Lead Only Date Printed: 5/27/2016 7.54:26 AM



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, M!, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 355475
512712016
Customer:  G. S. Group Source: St. Timothy, DC-01-BF-03-P

Monica Starks )

17800 Woodward Ave Source City: Detroit

#200 Source State:Mi

Detroit, M1 48203

Date/Time Received:  5/20/2016 14:25
Collected by: M. Etters
‘ The results herein conform to TNt and ISONEC 17025:2005 standards, where applicable, unless otherwise namaled in the body of the report. The
uncertainty of the test resulls are available upon request. All Dates and Times are reporied as U.S. Easlern Time.
Legend:

Any 'Level Delected’ marked with an aslerisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NA™ Not Analyzed
"Standard"  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest lavel that the {aboratory can detect a contaminant.
“DF*" This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Contaminant _ Method Standard  Units LRL  Llevel DF - Date/Tima _ Dae  DatefTime

Deteced =~~~ Sempled ~ Prepped  Analyzed

Inorganic Analytes - Metals
. 208 00f5  mgl oot WD

G

These test results may be used for compliance purpose as required.

alyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Lid,
Page 1 of 1 355475 Lead Only Date Printed: 5/27/2016 7:54:26 AM



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Ml, 46197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 3556476
512712016
Customer:  G. S. Group , Source: St. Timothy, DC-01-BF-03-F
Monica Starks
17800 Woodward Ave Source City: Detroit
#200 Source State: M|

Detroit, M 48203

Date/Time Received:  5/20/2016 14:25
Collected by: M. Etters
The results herein conform to TNI and ISOIEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reporied as U.S. Eastern Time.
Legend:

Ariy "Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NA™ Not Analyzed

"Standard”  This column indicales either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

"LRL” This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant,
"DE" This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Contaminant _ Mothod Standard  Units  LRL levd  DF Dateffme  Date  DatefTme

; Detected =~ Sampled  Prepped  Analyzed
inorganic Analytes - Metals
glL 000 W .

030 lead

These test results may be used for compliance purpose as required.

lyst Tests

EC 200.8

i

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboralories, Ltd.
Page 1 of 1 355476 Lead Only Date Printed: 527/2016 7:54:26 AM



tional Téﬁiﬁ@ General Compliance
Laboratories, Lid. Order Number: 2077502 b
oo g Order Date: 05/16/2016 15547 1
Quality Water Analysix  Sample Number: Dl
1-800-458-3330 Product: Lead Only
Sample Paid: No payment Method:
Sold Tor YSR: EF
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Ascounting Information:
17800 Woodward Ave
Detroit Mi 48203 Payment §:
Check #:

Date Sampled :g:jlfﬁ_f _LG

Time ‘ggmmgﬁlwlwimﬂg Please Uss Miftary Time, e.g. 3:00pm = 15.00
Check Time Zone: Q{EST [JcsTmMsTIPST

Client Name: ST "\/{MMM

Phone Numbsat: %\’5 - 06'55‘3, \,[U“g()

Eax Humber:

Ol

Sample 1D or Source: ’DQ,,O\»' KQ,Q)(., ?

Source Type: [ Sering [ Well m/ﬁlunicipal [] Surface
[ Other.

City & State: Mgf'{ ) L
' "~ (if Diffefrent tha

n Above)

PWS ID# (if applicable):

Sample Gollected %BW/%)
{Signature}
Sample Collected By: M\;/Lg«‘ %»VS
(Pleass Print)

Form Completed By: M\%\ %'CVS

Lab Commonts/Special instrustions:

Btate Formis:

1 sb Sampls Information:

Date Recelved: Ay $ 0 2m§
Time Recelved:_ 1 _: a5
Recelved By: A&G

dSample receipt criteria checked & accaptable.
Deviations from acceptable sample recaipt criteria notad
on PSA form.

is_lpeatién 1,

g G at) ok b Scbool
e

INCOMPLETE (NFORMATION BAY DELAY ANALYSIS ANDIOR INVALIDATE RESULTS




General Compliance

ational Testin
Laboratories; Ltd. Order Number: 2077502
s g g Order Date: 05/16/2016
Quadity Waiter Analysit Sample Number: L “3‘2%'7"2‘“?5
4-800-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
Sold To: TSR: EF
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Ascounting Information:
17800 Woodward Ave
Detroit MI 48203 Payment §:
Check #:

Date Sampled . i LEJ%Q

Time ﬁamgﬁ@é:wl:ﬁwg Plaase Use Mitary Time, 8.9, 3.00pm = 15:00
Check Time Zone: {E/EST [csTmsT]PST

Client Name: CST} (—hm%

Phone %x%wn%}&r:w%\ 2 Cg%g'&} dﬁ L“?O

Fax Number
anplicablel ié)/ !Ar

PWSIDE(Ha

Sample 1D or 3%?%:3}@,01 "KC“ Ol— F

Lab Comments/Spesial Instructions:

State Formes:

Source Type: [] Spring [ Well Municipal [] Surface
] Other

Cliy & %ggﬁi n ¢
Wm
ple Collected By:
(SI natus
Sampie Collected By: t - l\ wsS

L.ab Sample Information:
Date Recelved: A‘f 20 Zpiﬁ
Time Recelved: ZH P ¥
Recelved By: BE

Sample receipt criteria checked & acceptable.

Deviations from acceptable sample receipt critesia noted
on PSA form.

(Please Print)

A\ i) Botcrs

Form Completed By:

Additional Commenig:

W

.
Cadw

¢ 16 \ocadion ﬁ'l}

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS



Laboratories; Ltd.

General Compliance

Order Number: 2077502
P Order Date: 05/16/2016
R . j o
Quality Water Analysis Sample Number: ML 305473
1-800-458-3330 Product: Lead Only
Sample Paid: No Payment Method:
TSR: EF ‘
Sold To: SR
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit Ml 48203 Payment $:
Check #;

Date Sampled . i j},f_gwfié,,

Time Sampled iwlﬁ._‘igc Plogse Use Miltary Time, &.g, 3.00pm = 15:00
Check Time Zone: L?Z(EST [JcstdmsT{IPST

Lilent Name! Q;T‘—Y;WW

Phone Number: %\3, sagiqq%()

WS 1D (if applicable):

Fax Mumber:
L]

Sample 1D or Source: \Dﬁ -0l “'G’]?(:' O'Z”?

Lab Comments/Special Instruoctions:

State Forms:

Source Type: [] Spring [] Well [D/ﬁunicipal [] Surface
[] Cther:

City & %mie:‘w&t ﬁ ‘1‘/ ,‘

{if Different than Abova)

Sample Collected EW j—D jé

gnatma)
Sample Collected By: \\4

{Please Pnnt)

Mighe! Bz

Form Completed By

Lab Sample !nform@z? 2 0 25‘8

Date Received:
Time Recelved:__J 4 : 24

Recelved By: F

Sample receipt criteria chacked & accaplable.

Deviations from acceptable sample receipt criteria noted
on PSA form,

AM&%@ %,,,,!Qj QA b thie bl A e \ooshe HZ,

sy

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AMDIOR INVALIDATE RESULTS




tional Testing
}La&mratorses, Ltd ‘

thiy Water Arwobfsw

1-800-458-3330 Product:

Sample Pald: No

SR: EF
Sold To: T
G. S. Group
Monica Starks

17800 Woodward Ave
Detrolt Ml 48203

Date Sampled :Wg!wlgfl«éw

Time 335?353§935W2m:~ﬂ“.6w Plessa Use Miltary Time, e.g. 3.00pm = 15:00
Check Time Zone: [94;(57 [JestjmsT]PsT

St T metta

Client Hame:

Order Number:
Order Date:
Sample Number:

General Compliance

2077502
05/16/2016

ooy M55,
Payment Method:

For Laboratory Use ONLY

Lab Accounting Information:

Payment $:
Check #:

Phone Number: r?)‘ 4. 323«0, "/(»[yo

Fax Number:

PWS ID# (if applicable): p)/ e

Sample ID or Source! ‘D(Q _O\- &BF‘" Ol F;

Lab Comments/Spesial Instructions:

Zource Type: [ Spring [} Well m/ﬁunicipal [] Surface
[} Other:

city & state: W2t

{If Different than Above)

State Fonms:

Lab Sample Info

Date Recelved: Y ? 0 201§
Time Received:_1>)_: 3%

Recslved By: @F

Sample raceipt criteria checked & accaptable.

Deviations from acceptable sample receipt criteria noted
on PSA form.

Sample Collected %y /%
) (Stgn&tuxe) ‘
Sampie Collected By: Hﬁh : ‘ @Z{é
' (Plaase Print)

Form Completed By M‘M %V(‘

Ad%nal fcmmﬁ
Q—Mf £

S 1% |pestion # Z,

INCOMPLETE INFORMATION MAY DELAY ANALYSIS ANDIOR INVALIDATE RESULTS



General Compliance

lational Tesling
Labm&t@ﬁes, Ltd. Order Number: 2077502
w y o, Order Date: 05/16/2016
Quamy Warter Analysis Sample Number: i 36475 il
1-800-458-3330 Product: Lead Only
Sample Paid: No Payment Method:
TSR: EF
Sold To:
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Ascounting information:
17800 Woodward Ave
Detroit M 48203 Payment §:
Check #:

Date Sampled :ﬁiﬁdéw

Time Sampled: ﬂli.‘ﬂ,@, Plaase Use Miltary Time, 8.9, 3.00pm = 15.00
Check Time Zone: \ﬁST [JestmsTIPST

Lab Comments/Special Instructions:

Client Name: S “h W
Phone Number: ’5‘3/655),» qdy4yd

Fax Mumber:

PWS (D% (IF applicable): ,4) / I Stats Forms:
H
Sample 1D or Source: D& oYY, b %F—- O3 *‘P prpS——
Source Type: [ Spring [ Well D/Municipal [] Surface Date Recelved: wY g 0 21)16
[J Other:
m H Time Recelved:__ [ : 24
City & State; o], L Recelved By: oF
{f Difterent than Above) ; S
ﬁ\s.;::p*e recelpt criteria checked & acceptable.
Sample Collected QM/\/\ ations from accaptable sample receipt criteria notad
{éignatum) on PSA form,
Sample Collected By: M&J
(Please an)
Form Completed By: H ¢ '{]n
Additiongl Com
Lsm. on S’aﬂw)&?‘u&' at e Sogmo S AR lpeashon, H D
Csn.:i’ A%L

INCOMPLETE INFORMATION MAY DELAY AN

ALYSIS AND/OR INVALIDATE RESULTS




General Compliance

Labsratoraes, Lid. Order Number: 2077502
- Order Date: 05/16/2016
ater -
Qualiy Wadur Arslysis  Sample Number: HIAMO umamma@
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
TSR: EF
Sold To:
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit Mi 48203 Payment $:
Check #:
Lab Comments/Special Instrustions:
{1ate Bampled ;g,flgmzié

Time Sampled 1%\:25“‘(.:,;{2 Pleass Use Mitary Time, 6.g. 3.00pm = 15:00
Check Time Zone: [B’éST [dJesrJwmsTPST

Client Name: %"f;‘*ﬁﬂ‘w%/\
Phone Number: %/6/ gég‘\//q(,/l,tb

Fax Mumber:

PWS 1D# {if applicable): n> / s Buato Forme:

¥
Sample 1D or %Qaggaz@:pc 1 - BF/ D3~ F

Lab Sample Information:

Source Type: [ Sering [ Well Mﬂicipal [] Surface Date Recelved: AY 20 28}5
[} Other.
e = -‘r M - Time Recefved:_) ™_: 2%
City & State: >f7; ! ! Recelved By: =\N

bl {If Different than Above)
Sample receipt criteria checked & accsplable.

"o Y
Samgpte Collested By: h) = Deviations from acceptabla sample receipt criteria noted

Tgmm) on PSA form.
Sample Collected By: H ?’9
(Please Print)

Form Completed By: ‘;\’ ihﬂg& t m

! omm'"ﬁi : (l AA"‘HLIQ &Q‘rp\i I o \peechon # 3.
Z L

A}

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




